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Study objective: Several factors such as lack of unidirectional, turbulent free laminar airflow, duration of surgery,
patient warming system, or the number of health professionals in the OR have been shown or suspected to in-
crease the number of airborne bacteria. The objective of this study was to perform amultivariate analysis of bac-
terial counts in the OR in patients during minor orthopedic surgery.
Design: Prospective, randomized pilot study.
Setting:Medical University of Vienna, Austria.
Patients: Eighty patients undergoing minor orthopedic surgery were included in the study.
Interventions: Surgery took place in ORs with andwithout a unidirectional turbulent free laminar airflow system,
patients were randomized to warming with a forced air or an electric warming system.
Measurement: The number of airborne bacteriawasmeasured using sedimentation agar plates and nitrocellulose
membranes at 6 standardized locations in the OR.
Main results: The results of the multivariate analysis showed, that the absence of unidirectional turbulent free
laminar airflow and longer duration of surgery increased bacterial counts significantly. The type of patient
warming system and the number of health professionals had no significant influence on bacterial counts on
any sampling site.
Conclusion:ORswith unidirectional turbulent free laminar airflow, and a reduction of surgery time decreased the
number of viable airborne bacteria. These factors may be particularly important in critical patients with a high
risk for the development of surgical site infections.
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1. Introduction

Surgical site infections (SSIs) are among the most severe complica-
tions in orthopedic and trauma surgery and have a serious impact on
patient morbidity and mortality. Despite strict perioperative hygiene
standards the incidence of postoperative orthopedic wound infections
is still high ranging between 0.1% to 12% [1–3].

The infected surgicalwound is usually colonized by commensal bacteria
originating from the patient's own skin (endogenous) or exogenously by
bacteria airborne in the operating room (OR).While there is general agree-
ment on the protective effect of adequate skin antisepsis on the rate of SSIs,
strategies to reduce airborne contamination are still disputed. One possibil-
ity for reducing airborne contamination is the use of a unidirectional

turbulent free laminar airflowventilation system(laminar airflow). Surpris-
ingly,while thebenefit of laminar airflowsystems seems intuitive, evidence
to implement laminar airflow as a standard requirement for every OR is
contradictory [4,5]. As laminar airflow is costly and conclusive evidence is
lacking, many hospital administrators hesitate to implement laminar air-
flow technologies in their ORs. In the US only 30% of 256 hospitals in 4 US
states reported the regular use of laminar airflow in 2005 [6].

However, also other factors such as duration of surgery, number of
OR staff [7] and use of forced air patient warming [8] might influence
airborne bacterial displacement and could blur eventual beneficial ef-
fects of laminar airflow.

The aim of the study was thus to determine the influence of four in-
traoperative factors – use of laminar airflow, duration of surgery, num-
ber of health professionals present and use of forced air - on airborne
bacterial contamination, measured by 6 sedimentation plates at stan-
dardized locations in the OR including two locations on the instrument
table.
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2. Materials and methods

The study was approved by the Ethics Committee of the Medical
University of Vienna and patients' written, informed consent was ob-
tained in all patients undergoingminor orthopedic interventions either
the day before surgery or on the day of surgery, if the patient had not
been admitted to the hospital on the day before surgery, from January
2009 to June 2009. A manuscript using the same study patients' data
as this paper demonstrated that different laminar airflow sizes affected
the bacterial count on the instrument table [9]. In the present study bac-
terial counts on all positions were analyzed with multivariate methods,
including the factor “patient warming system”. Patients were random-
izedwith excel randomnumbers to intraoperativewarmingwith either
a BairHugger forced air upper-body warming blanket (Arizant, Eden
Prairie, MN) or a HotDog upper-body electric blanket (Augustine
Biomedical + Design, Eden Prairie, MN) after induction of anesthesia.
Randomization was performed by a medical student not involved
with the study proceedings and delivered via opaque envelopes. Pa-
tients had to meet the following inclusion criteria: Age between 18
and 90 years, a BMI of 20–30, surgery lasting at least 1 h (expected).

A single observer (R.O.) present during each interventionmonitored
the following parameters: Number of health professionals present in
the OR (maximum), duration of surgery (from skin incision to last su-
ture), presence of a laminar airflow, and method of patient warming
(forced air versus electric polymer blanket).

2.1. Measurements

Number of airborne bacteria was assessed by positioning four agar
plates (90 mm diameter) in the OR and two nitrocellulose membranes
(47 mm diameter) directly on the sterile instrument table. The first
agar plate (plate 1) was positioned 15 cm above floor level, the second
(plate 2) at table level, the third (plate 3) at 150 cm (plates 1–3 behind
the surgical draping at the side of the anesthesiologist), and the fourth
(plate 4) at table level with a distance of approximately 50 cm to the
sterile operating field (on the surgical side of the draping). The nitrocel-
lulosemembranes (plates 5, 6)were both placed at the instrument table
adjacent to each other (Fig. 2).

The agar plates and the nitrocellulose membranes were collected at
the end of the surgical intervention. The nitrocellulosemembraneswere
transferred to agar plates. All plates were then incubated for 48 h at 36°.
After incubation the colony forming units (CFUs) were counted. The re-
sults were analyzed in CFU/m2/h to adjust for OR size.

3. Statistical analysis

All values are displayed as means ± standard deviation, median
(25th–75th quartile) or frequency (%), as appropriate. Plates 5 and 6
were averaged before analysis. Sample size was estimated with bacteri-
al growth on the instrument table plates (mean of plates 5 & 6) as pri-
mary outcome. With an alpha error of 0.05, a power of 0.8 and an
effect size of 0.7 for difference of airborne contamination by non-forced
air warming versus forced air warming, 40 patients per groupwere cal-
culated for a Wilcoxon-Mann-Whitney test as primary analysis. This
simplified model was used to calculate the sample size estimate, since
not enough previous knowledge about the possible relation of the

main parameter of interest and airborne bacterial contamination was
available.

Due to the skewed nature of bacterial growth data a generalized lin-
earmodelwith gammadistribution and log-linkwas used to analyze in-
fluence of time, number of health professionals, presence of laminar
airflow and type of patient warming system on the number of viable
bacteria at the different locations as secondary analysis. A QQ-Plot was
performed to assess adequacy of assumption of distribution, which
proved to be applicable.

G*Power (Duesseldorf, Germany) was used for sample size estima-
tion; SPSS 23.0 (IBM, Armonk, NY, USA)was used for statistical analysis.
A p b 0.05 was considered statistically significant.

4. Results

All patients completed the study. The average age of patients
was 43 ± 15 years, with a weight of 78 ± 15 kg and a height of
174 ± 9 cm. 44 male (55%) and 36 female (45%) patients were in-
cluded (see Fig. 1). Details about surgical interventions, number
of health professionals present, duration of surgery, the use of
forced air or electric blanket warming and laminar airflow are
displayed in Table 1.

There was no difference for bacterial growth on themean of plates 5
& 6 between the forced air and the non-forced air warming group (p=
0.6, Wilcoxon-Mann-Whitney test). Results of the multivariate model
indicate, that a longer duration of surgery increased bacterial count on
plates 1 to 4 and absence of laminar airflow increased bacterial count
on plates 1 to 6 significantly (Table 2). Therewas a trend, that longer du-
ration of surgery increased bacterial count on plates 5 & 6 (p= 0.07) as
well. There was no difference for forced air versus resistive warming for
bacterial count on either plate. A reduced model without patient
warmingmethod did not change any significances discovered in the ex-
tended model.

In a follow-up of all patients until hospital discharge (range 0–
4 days), no SSIs were reported.

5. Discussion

In the present study we found, that the absence of laminar airflow
and a longer duration of surgery increased airborne bacteria in the OR.
In patients with a high risk for surgical wound infections, optimization
of these factors may be an important preventive measure.

Despite being widely used the benefits of laminar airflow environ-
ments in ORs are still disputed. While the concept of clean, laminar
flowing air to avoid SSIs is plausible and supported by some studies,
other authors disagree as they were not able to demonstrate any bene-
ficial effect of laminar airflow systems [4–6,10,11]. According to the
present study other factors may be just as important as the availability
of a laminar airflow system, e.g. a longer duration of surgery might
completely annihilate the contamination-reducing effects of laminar
airflow.

Particularly number of health professionals in the ORmay be an im-
portant factor to consider when reducing airborne contamination, [7]
however this effect could not be reproduced in our study, possibly due
to the limited number of patients.

As mentioned the duration of surgery is in our study a very influen-
tial factor determining the amount of bacterial sedimentation. However,
this factor itself obviously is dependent again on a number of other fac-
tors, which may not all be equally optimizable: the skill of the surgeon,
type of surgery, OR management, patient's surgical site and others [12,
13].

An important finding of our study was that the type of patient
warming did not influence the amount of bacterial sedimentation on ei-
ther plate position. It is important to remember, that the introduction of
an efficient forced-air patient warming system initially led to a major
decrease in wound infections, which had a higher incidence in un-
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