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Highlights 

 The enthalpy exchanger (EE) is investigated to reduce frost in refrigerator 

 Frost accumulation is reduced by adding a designed EE in frost-free refrigerator. 

 Comprehensive feasibility of using EE depends on the operation parameters. 
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